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CONSTRUCTION NOTES

1. Provide a wet pipe sprinkler system per NFPA 13 in all building areas except for the exterior portions of the
parking garage where a dry pipe system shall be provided. Building B shall have Group 1 sprinklers; all others
shall have low hazard. A glycol sprinkler system shall be provided in covered walkways.

2. Stud spacing shall be 16" o.c. U.N.O.

3. All gypsum board assemblies to achieve fire resistance ratings indicated on drawings and/or Wall Type
Schedule per ASTM C 36.

4. Cabinet supplier to field measure area of Work after rough framing to assure an exact fit. Notify Architect of any
discrepancies

5. All wet walls shall have water resistant gyp. bd. and waterproof finish per code.

6. Maximum flame spread rating on all interior finish materials shall not exceed 75.

7. Provide splashblocks at downspouts, if not connected to storm sewer.

8. Submit engineered shop drawings for the fire suppression system to the Architect for review prior to the start of
general construction.

9. Insulate all exterior walls w/kraft faced fiberglass insulations stapled in place. Friction fit is not acceptable. R-
values as shown in details and in Wall Type Schedule.

10. Corrosion resistant flashing is required at the head, sill, and jambs of all windows, roof openings, and the
intersection of roof and frame walls. Sealant to be used at the top and sides to guarantee leak-proof
construction.

11. Add sealant to all exterior joints around windows and door frames, between wall panels, and to all penetrations
or utilities through walls and roofs. Ref. to local codes and MEP for requirements.

12. Provide 6 mil vapor barrier at head, jambs and sill of all doors and windows.

13. Smoke detectors are required and shall conform to the strictest of local governmental or national requirement
=s including number, location, etc.

14.  Minimum gutter size to be 3” x 4” downspout leaders off gutters.

15. Install blocking where needed to support cabinets.  Provide adequate wall b locking between studs for
attachment of stair handrails, balcony guardrails, etc. Minimum size blocking to be 2x10.

16. Roof conductors must go into ground.

17. Provide solid blkg. in walls for grab bars.

18. Flashing to be installed around all window and roof openings at at the intersection(s) of chimneys, wood
construction and frame walls. Seal and make weather-tight.

19. All towel bars and toilet paper holders are required. Provide and install proper blocking.

20. All Work and equipment to be fully guaranteed for one (1) year from the date of final payment and acceptance.

21. It shall be the General Contractor’s responsibility to personally inspect the Work in progress, and as a whole,
assuring him/herself that  the Work on any or all or part of the project is ready for periodic and/or final review,
before calling upon the Architect and owner to make their site/project observation visit of the Work.

GENERAL NOTES:

1. The Contractor shall examine and become familiar with all Contract Documents in their entirety. The Contractor shall survey the project and become familiar with
existing conditions and scope of work. All costs submitted shall be based on thorough knowledge of all work and materials required. Any discrepancy and/or
uncertainty as to what material or product is to be used shall be verified with the Owner or Architect.

2. All construction shall comply with all applicable federal, state, and local codes and amendments.

3. The Contractor shall be solely responsible for construction means, methods, techniques, sequences, and procedures required for safe execution and completion
of Work, and for initiating maintaining and supervising all safety precautions and programs in connection with the Work.

4. Written dimensions in the Drawings shall prevail over scaled dimensions.

5. Any errors, omissions, or inconsistencies on these drawings or any variations or ambiguities between these drawings and actual site and construction conditions
and/or requirements shall be brought to the attention of the Architect in writing before proceeding with the Work.

6. Contractor shall verify conditions in the field and notify the Architect of any discrepancies between field conditions and the Contract Documents prior to
construction.

7. Contractor shall verify all measurements on the construction site and be responsible for accuracy and correctness of same.

8. Contractor shall coordinate all Work with all other trades. Notify Architect of any discrepancies prior to construction.

9. Store materials in spaces designated by Owner.

10. Remove rubbish from premises as often as necessary or as directed.

11. All work and equipment shall be cleaned to the satisfaction of the Owner before turning same over to Owner.

12. Shop drawings and product information shall be submitted to the Architect and Owner prior to ordering, fabrication, and installation. Five copies of each submittal
are required, and one electronic copy in a format acceptable to both the submitting contractor and the Architect.

13. The contractor shall pay all fees, give all notices, file all necessary drawings and obtain all permits and certificates or approval required in connection with all Work
under these Contract Documents. Contractor shall comply with all laws, ordinances, rules and regulations of all authorities having jurisdiction.

14. There shall be no deviation from specifications without the written approval of the Owner, Architect/Engineer.

15. The Contractor shall employ a pre-approved testing laboratory to make all tests for concrete, spoil compaction, structural masonry, and welding of steel to insure
compliance with plans, standards and codes. Provide written results in a timely fashion for Architect/Engineer review.

17. Drywall installation shall be in conformance with the Gypsum Association’s recommended practices for thickness, nailing, taping and correct stud spacing.

19.  The Contractor shall verify the size, location, openings and characteristics of all work and equipment to be furnished by the Owner or others with the manufacturer
or supplier before starting and construction related to said Work and/or equipment.

20. All materials shall be new and of domestic manufacture and shall be installed in strict conformance with manufacturer’s instructions and/or recommendations. Any
discrepancy between these and the Contract Documents shall be immediately brought to the attention of the Architect.

21. Do not scale drawings.

22. Refer to Civil drawings for dimensional control plan and grading.

23. Mechanical contractor to verify with Architect for any chase area note shown on drawings. All shop drawings to be submitted for approval prior to ordering any
equipment.

24. All existing Work or landscaping not shown to be altered or removed shall be protected from damage during demolition and construction.  The Contractor shall
bear the total expense for and shall repair, to existing condition, equipment or improvements not indicated in the drawings or specifications to receive alterations,
additions or removal.

25. The Contractor shall bear the total expense for and shall repair to existing condition any damage to existing underground utilities, piping, conduit, or equipment.

26. Specified products have been used in preparing the Contract Documents to establish minimum qualities which substitutions of equality rests with the Contractor.
Adequate supporting information must accompany any substitution requests and must be submitted to the Architect within 30 days of contract award to receive
consideration.

27. The Contractor shall verify all rough openings.

28. Construction of new State buildings and remodeling of existing buildings shall comply with all the requirements of the DFCM Standards, including enhanced
accessibility.  The DFCM Standards can be found at the following web site: www.dfcm.utah.gov <http://www.dfcm.utah.gov>.

29. Every structure, and portion thereof, including nonstructural components that are permanently attached to structures and their supports and attachments, shall be
designed and constructed to resist the effects of earthquake motions in accordance with ASCE 7-05.  Reference IBC Section 1613.1
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Salvage all doors, storefront and
Kalwall panels for future use.

Remove and properly dipose of
all carpeting.

LEGEND

DEMOLITION PLAN NOTES

Sawcut existing concrete slab.
Remove and dispose of waste
material.

Sawcut existing concrete fdn. wall
and remove to T.O. slab for new
door. Dispose of waste material.

Leave ceiling tile undisturbed to
greatest extent possible. Salvage light
fixtures, HVAC grilles and other ceiling
fixtures for future use.

DEMOLITION GENERAL NOTES

Existing sink to be relocated
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Exist. stl.  frm.

Relocate exist ing display cabinets

not  used

not  used

Re-use exis ting Kalwall  panel  and f rame where feas ible

Inf il l  new wall  @ removed door  to match surrounding

Re-use exist ing alu. /gl . storefront and entrance door

New st l.  f rm.

New conc.  landing

New accordion folding par t it ion

New base cabinet  2' -6"  H w/ P.Lam. counter top & backsplash,  typ.

New wal l cabinet 2'-6" H, typ.

Remove exist . Kalwall  panel  carefully for re-use. Inf il l opening w/ f rmg. as reqd. and install
insulat ion and new mt l.  panel  @ exter ior  to match exist ing.  Instal l 5/8" Type "X" GWB
finish @ inter ior flush w/ adj.  wal l.
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DOOR AND FRAME SCHEDULE

MARK

D01
D02
D03
D04
D05
D06
D07
D08
D09
D10
D11
D12
D13
D14
D15

SIZE

W
3'
3'
3'
3'
3'
3'
3'
3'
6'
3'
3'
3'
4'
4'
4'

HT
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'
7'

THK
1 3/4"
1 3/4"
1 3/4"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"
1 3/8"

FIRE RTG

N/A
1 hr
N/A
N/A
N/A
N/A
N/A
N/A
1 hr
N/A
N/A
N/A
N/A
N/A
N/A

MATL

ALU/GL
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM
HM

GLZ

existing
N/A

1/4" tempered
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A
N/A

FRAME

EL DETAIL
HEAD

1C-A601
1C-A601
1C-A601
1C-A601
1C-A601
1C-A601
1C-A601

1C-A601
1C-A601

JAMB

1C-A601
1C-A601
1C-A601
1C-A601
1C-A601
1C-A601
1C-A601

1C-A601
1C-A601
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-
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NOTES

RELOCATE EXISTING

EXIST TO REMAIN
EXIST TO REMAIN
EXIST TO REMAIN
RELOCATE EXIST
EXIST TO REMAIN
EXIST TO REMAIN

WINDOW SCHEDULE

MARK
W01
W02

SIZE
WIDTH

4'
2'

HEIGHT
4'
6'

TYPE
Sgl. slider

Fixed

MATERIAL
Vinyl
Vinyl

Sill Ht.
3'
1'

Gl. Thk.
5/8"
5/8"

Gl. Type
Ins. Low-E

Ins. Low-E tempered

Details
Hd/Jamb

1A-601
1B-A601

Sill
1A-A601

1B-A601 (sim)

NOTES

WL01

WL02

WL03

WL01: Prefin. mtl. panels on
stl. frmg. (by stl.bldg. mfr); 6"
mtl studs @ 24" o.c., R-19
fiberglass batt ins., 5/8" Type
"X" GWB

WL02: 3-5/8" mtl studs @ 16"
o.c., 1/2"  GWB b.s.

WL03: 2-1/2" mtl studs @
16" o.c., 1/2"  GWB o.s.

SCALE: 1/4"   =    1'-0" 1
Ground Floor Plan

Wall Types
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Instal l new prefin.  mtl.  pan. roof . Overlap exist . roof  6" min.
Fasten per mfr.  rec.
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INTERIOR ELEVATION NOTES

Provide thermal insulat ion per ANSI
A117.1-2003 606.6

Semi-recessed st . st l.  paper towel
dispenser and trash container

Recessed st . st l. toilet  t issue
dispenser (2 roll)

Mirror in st.  stl.  frame

Countertop & 4"  backsplash- p.  lam.
fin.,  color to be specif ied by Architect
from standard colors,  typ.

Base cab.- whi te p.  lam. f in.,  typ.

Wall cab,-  white p.  lam fin.,  typ.

Under- cab. ltg.  (see Elect. ),  typ.

Toe kick 4" H, 3" D, rubber base f in.,
color to be speci fied by Archi tect
from standard colors,  typ.

Kalwall panel- re-use exist .

Relocate exist . display cab.

Re-use exist .  alu/ gl. storefront &
entrance

4" rubber cove base

St. st l.  grab bar, 1-1/2" dia. Provide
solid blocking in wal l for  mounting.

6"x6" CT on 5/8"  water-resistant  GWB

6"x6" bullnose CT tr im

6"x 6"  CT cove base

GWB, paint f in.

Fixed glass- see Door Schedule

Tempered glass,  typ. below 1'-6"
AFF. See Door/  Window Sched.

SCALE: 1/4"   =    1'-0"
2Bathroom Interior Elevations

SCALE: 1/2"   =    1'-0"
1Enlarged Plan

SCALE: 1/2"   =    1'-0" 3
Mechanical Platform- Plan

SCALE: 1/2"   =    1'-0" 5
Mechanical Platform- South El.

SCALE: 1/2"   =    1'-0" 4
Mechanical Platform- East El.
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Elevations
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ELEVATION NOTES

Kalwal l panel- re-use exist. , typ.

Alu-gl . storefront  & entrance-  re-use
exist.

Conc. fdn-  see Struct .

Pre-f in. mtl dnspt.,  typ.

Pre- fin. mtl  gutter

New mt l.  panel and framing in exis ting opng.

New door  in exist .  opng.

Pre- fin mtl.  roof

Pre-fin. mt l soffit

Pre-fin.  mtl.  wall  panels

Typ. ext . wal l construction: 6" stl  stud @
24" o.c. infil l  betw. girts.  R-19 fiberglass
batt ins. Ext fin: mtl panels; Int. fin: 5/8"
type  "X"  GWB.

25

6

9

8

1

1 2 3 4 5

SCALE: 1/4"   =    1'-0"
1West Elevation

SCALE: 1/4"   =    1'-0"
3

North Elevation

SCALE: 1/4"   =    1'-0"
2

South Elevation



776 n. east capitol blvd.

salt lake city, ut 84103

(801) 355-1303

www.scheerandscheer.com

Architect:

Revisions

Utah
Core
Research
Center

A-301

Sheet No.

Exp a n si o n
an d  R e m o d e l

State of Utah
Division of
Facilities
Construction
and
Management

Sheet Title

October 29, 2007

Drawing Date

Owner:
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DFCM Project No. 07264500

240 N. Redwood Rd.
Salt Lake City, UT 84114
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5/8" Type "X"
GWB

Rubber base

Sealant bed

Alu. flshg. Mtl. track

Anchor bolt (see
Struct.)

R-19 batt ins.

6" mtl. studs @ 24" o.c.

Conc. slab

Expansion jt. w/
fiber filler (1/4")
Vinyl flooring

Wd. furring @
studs bynd.

Base angle

Bolt

Prefin. mtl. pan

m
in

.

m
in

.

2"
5" Rigid ins.

Conc. fdn. (see
Struct.)

Compacted fill
(see Soils Report)

Vapor barrier
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BUILDING SECTION NOTES

Conc. slab-on-grade

Kalwall  panel- re-use exist. , typ.

Conc.  fdn-  see Struct .

Alu-gl.  storefront  & entrance- re-use
exist.

4 mil.  polyethylene vapor barr ier

Recessed 2x4 f luorescent lt . f ixt.
Re-use exist ing i f possible. See sht.
A-401 for  locat ion,  also see Elect .
Recessed CF dnl t . Re-use exist ing i f
possible. See sht . A-401 for
location,  also see Elect.

New susp. 2x4 acoust .  c lg. ,
typ.

Pre-f in mt l. roof

Roof  purl ins

New s tl . frm.

Typ.  ext.  wall  construction : 6" st l stud @
24" o.c. inf il l betw.  girts. R-19 fiberglass
batt ins. Ext  fin: mt l panels;  Int. f in:  5/8"
type "X"  GWB.
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T.O. fdn.
T.O. int. slab
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T.O. Stl.

Existing slab-on-grade
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Stl. bracing of parti tion to structure,
typ.

Fiberglass bat t ins.,  R-19 min.,  typ.

Sl id ing v inyl window. See Window
Schedule

Kalwal l  system channel .  Re-use
exist . or provide new to match exist.
as required . Screw to opng.  head &
sill per mfr. rec. Cont.  caulk at jts.

Mtl . runner

2" rigid ins.

Compacted fi l l  (see Struct .)

Stl . chan.

Prefin. mt l. soffit

Stl .  base angle

Stl.  Z girt

Reinf.  conc.  spot ftg. beyond, typ.

Cont.  reinf.  conc.  f tg., 12"x12",  typ.

SCALE: 1/4"   =    1'-0"
1

Section N-S @ Addition

SCALE: 1 1/2"=    1'-0"
4

Wall-Foundation Detail

SCALE: 3/4"   =    1'-0"
3

Section @ N-S @ Entrance

SCALE: 1/4"   =    1'-0" 2
Section N-S @ Existing
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BUILDING SECTION NOTES

Conc. s lab-on-grade

Kalwal l panel- re-use exist. , typ.

Conc. fdn-  see Struct .

Alu-gl . storefront  & entrance-  re-use
exist.

4 mil . polyethylene vapor  barr ier

Recessed 2x4 f luorescent  lt . f ixt.
Re-use exist ing if  possible. See sht.
A-401 for  locat ion,  also see Elect .
Recessed CF dn lt . Re-use exist ing i f
possible. See sht .  A-401 for
location,  also see Elect .

New susp. 2x4 acoust.  clg. ,
typ.

Pre-f in mt l. roof

Roof  purl ins

New stl . frm.

Typ.  ext.  wal l construction : 6" stl stud @
24" o.c. infil l  betw.  girts.  R-19 fiberglass
batt ins. Ext fin: mtl panels; Int. fin: 5/8"
type  "X"  GWB.
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Stl.  bracing of parti tion to st ructure,
typ.

Fiberglass batt ins. , R-19 min. , typ.

Sl iding vinyl window. See Window
Schedule

Kalwa ll  sys tem channe l.  Re-use
exist .  or provide new to match exist.
as  required. Screw to opng.  head &
sill  per mfr. rec. Cont.  caulk at j ts.

Mtl . runner

2" rigid ins.

Compacted f il l (see Struct .)

Stl . chan.

Prefin. mt l. soffit

St l.  base angle

St l. Z girt

Reinf.  conc.  spot ftg. beyond, typ.

Cont.  reinf . conc. f tg.,  12"x12",  typ.

SCALE: 3/4"   =    1'-0" 1
Section @ West Wall

SCALE: 3/4"   =    1'-0" 5
Section @ Window

SCALE: 3/4"   =    1'-0" 4
Section @ Main Entrance

SCALE: 3/4"   =    1'-0" 2
Section @ Kalwall Panel
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Reflected
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DRAWING NOTES

New 2x4 lay-in suspended ceiling, typ.

New ext. rated recessed downlight (see Elect.)
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S

Re-used recessed CF downlight (see Elect.), typ.

2x4 recessed fluorescent light fixture, typ. (see Elec.)
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Relocated HVAC return diffuser (see
Mech.)
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Relocated HVAC supply diffuser (see
Mech.)

R

New HVAC return diffuser (see Mech.)

New HVAC supply diffuser (see Mech.)
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Relocated exhaust fan (see Mech.)
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4"

4"

45.00°

Stl. stud partition

Stl L- bolt to girts

Slt. L, typ.

Dbl. stl. stud horiz.

Stl. roof panel, typ.

Stl. roof girt, typ.

Susp. clg., typ.

max.

R-19 batt ins.

Acous. lay-in tile clg.

Cont. mtl. edge

Caulk & backer rod

Prefin. stl. soffit panel

Anchor storefront to
chan. w/ #10 st.stl.

screw @ 6" o.c.
Edge bead
Caulk & backer rod
Alu. storefront

Stl. chan.

SCALE: 1/4"   =    1'-0"
1Reflected Ceiling Plan

SCALE: 3/4"   =    1'-0"
2

Partition Bracing Detail

SCALE: 1 1/2"=    1'-0"
3

Storefront Head



776 n. east capitol blvd.

salt lake city, ut 84103

(801) 355-1303

www.scheerandscheer.com

Architect:

Revisions

Utah
Core
Research
Center

A-501

Sheet No.

Exp a n si o n
an d  R e m o d e l

State of Utah
Division of
Facilities
Construction
and
Management

Sheet Title

October 29, 2007

Drawing Date

Owner:

Interior
Elevations

DFCM Project No. 07264500

240 N. Redwood Rd.
Salt Lake City, UT 84114

11
12

5 5

11

15

13

14

15

1 1 111

5 55

4"

1'

9'

3"

2" 1'-11 1/2"

2'
-6

"
2'

-6
"

2'
-6

"

4"

Open

1 Microscope/Core Imaging North Elevation 2 Microscope/Core Imaging East Elevat ion 3 Microscope/Core Imaging South Elevat ion 4 Microscope/Core Imaging West Elevat ion

Open
ty

p.

1

5

16 1616

5 5 5 5

1 1 1 11

2 Classroom East Elevation 3 Classroom South Elevat ion 4 Classroom West Elevat ion

16
1

1

1 1

5 5 5 5 5 5 5 55

16171717
18

20

20 20

1 Reception North
Elevation

4 Reception West Elevation2 Reception East Elevation 3 Reception South
Elevation

Hal lway

1

5 5

116

5

1 Classroom North Elevation

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

INTERIOR ELEVATION NOTES

Prov ide thermal insulat ion per  ANSI
A117.1-2003 606.6

Semi-recessed st . st l.  paper  towel
dispenser  and trash container

Recessed st. stl.  toi let t issue
dispenser  (2 rol l)

Mir ror in st. st l. f rame

Countertop & 4" backsplash- p.  lam.
fin. , color to be speci fied by Architect
f rom standard colors,  typ.

Base cab.- white p. lam. fin. , typ.

Wall cab,-  whi te p. lam f in.,  typ.

Under- cab.  ltg.  (see Elect .),  typ.

Toe kick 4" H,  3" D,  rubber base fin.,
color to be specif ied by Archi tect
f rom standard colors,  typ.

Kalwall  panel-  re-use exist .

Relocate exist . display cab.

Re-use exist . alu/ gl . storefront  &
entrance

4" rubber cove base

St. stl.  grab bar, 1-1/2" dia. Provide
solid blocking in wal l for mounting.

6"x6" CT on  5 /8" water-resistan t GWB

6"x6" bul lnose CT t rim

6"x 6" CT cove base

GWB, paint  fin.

Fixed  g lass-  see  Door Schedule

Tempered glass , typ.  below 1' -6"
AFF. See Door/  Window Sched.

1

SCALE: 1/4"   =    1'-0"
3

Micro- Core Interior Elevations

SCALE: 1/4"   =    1'-0"
1

Classroom Interior Elevations

SCALE: 1/4"   =    1'-0"
4

Reception Interior Elevations

SCALE: 1/4"   =    1'-0"
2

Classroom Interior Elevations
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INTERIOR ELEVATION NOTES

Provide thermal insulation per ANSI
A117.1-2003 606.6

Semi-recessed st.  stl . paper towel
dispenser  and t rash container

Recessed st . st l. toilet  tissue
dispenser (2 roll )

Mirror in st . stl.  frame

Counter top & 4"  backsplash- p.  lam.
fin.,  color to be specif ied by Archi tect
from standard colors, typ.

Base cab.- whi te p.  lam. fin.,  typ.

Wal l cab,- white p. lam fin., typ.

Under- cab. ltg. (see Elect. ), typ.

Toe kick 4" H,  3" D, rubber base fin. ,
color to be speci fied by Architect
from standard colors, typ.

Kalwal l panel- re-use exist.

Relocate exist . display cab.

Re-use exist . alu/  gl.  storefront &
entrance

4" rubber  cove base

St. st l. grab bar, 1-1/2" dia.  Provide
sol id blocking in wall  for  mount ing.

6"x6"  CT on 5/8" water- resistant  GWB

6"x6" bullnose CT t rim

6"x 6"  CT cove base

GWB, paint  f in.

Fixed glass-  see Door Schedule

Tempered glass,  typ.  below 1'-6"
AFF. See Door/  Window Sched.

1

SCALE: 1/4"   =    1'-0"
2

Work Room Interior Elevations

SCALE: 1/4"   =    1'-0"
4

Kitch-Stor Interior Elevations

SCALE: 1/4"   =    1'-0"
3

Prep Room Interior Elevations

SCALE: 1/4"   =    1'-0"
1

Office Interior Elevations
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